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1. THIS DRAWING IS TO BE READ IN CONJUNCTION WITH ALL
OTHER RELEVANT ARCHITECTURAL AND ENGINEERING
DRAWINGS, ANY DISCREPANCIES, ERRORS OR
OMISSIONS TO BE BROUGHT TO THE ATTENTION OF THE
DESIGNER.

2. DRAWING TO BE READ IN CONJUNCTION WITH
LANDSCAPE'S ARCHITECT DRAWINGS.

3. ALL DIMENSIONS TO BE CHECKED BY THE CONTRACTOR
ON SITE PRIOR TO COMMENCEMENT OF WORKS.

4. AECOM LIMITED TO BE INFORMED BY THE CONTRACTOR
OF ANY DISCREPANCIES PRIOR TO THE COMMENCEMENT
OF WORKS ON SITE.

5. DIMENSIONS OF ALL BOUNDARIES AND ADJOINING
ROADS TO BE CHECKED ON SITE PRIOR TO
COMMENCEMENT OF WORKS.

6. DO NOT SCALE, ALL MEASUREMENTS AND COORDINATES
TO BE CHECKED ON SITE.

7. EXISTING SERVICES SHOWN ON DRAWINGS ARE BASED
ON GPR SURVEY CARRIED OUT BY MURPHY GEOSPATIAL
(MGS42041_44975_U) & CCTV SURVEY CARRIED OUT BY
MCBREEN ENVIRONMENTAL ON THE 4TH APRIL 2022.

8. THE TOPOGRAPHICAL SURVEY WAS PROVIDED BY
MURPHY GEOSPATOAL, DATED 16TH DEC 2021.

9. THE LOCATION & DEPTH OF SERVICES TO BE CHECKED
ON SITE PRIOR TO COMMENCING ANY WORKS.

10.MANHOLE COVERS AND FRAMES IN PUBLICLY
ACCESSIBLE AREAS SHALL BE HEAVY DUTY CAST IRON,
CLASS D400, DOUBLE SEALED AND LOCKABLE TYPE
COMPLYING WITH  BS EN 124-2:2015.

11.GULLY GRATINGS & FRAMES SHALL COMPLY WITH BS EN
124-2:2015.

12.EXISTING INVERT LEVELS TO BE VERIFIED ON SITE
BEFORE COMMENCING CONSTRUCTION.

13.SURFACE WATER & FOUL SEWER PIPES LESS THAN 1.2m
BELOW THE ROAD SURFACE OR LESS THAN 0.9m IN
NON-TRAFFICKED FOOTPATHS AND LANDSCAPE AREAS
(WITH AN ABSOLUTE MINIMUM DEPTH OF COVER ABOVE
THE EXTERNAL CROWN OF THE PIPE Ø750mm) SHALL BE
PROTECTED FROM DAMAGE BY PROVIDING MINIMUM
150mm THICK CONCRETE C16/20 HAUNCH IN
ACCORDANCE WITH IS EN 12620.

14. ALL SURFACE WATER DRAINAGE DETAILS TO BE IN
ACCORDANCE WITH THE GREATER DUBLIN STRATEGIC
DRAINAGE STUDY AND THE GREATER DUBLIN REGIONAL
CODE OF PRACTICE FOR DRAINAGE WORKS.

15. ALL FOUL WATER DETAILS TO BE IN ACCORDANCE WITH
THE IRISH WATER INFRASTRUCTURE STANDARD DETAILS
AND CODE OF PRACTICE FOR WASTEWATER
INFRASTRUCTURE.

16.PROPOSED PIPEWORKS WITH COVER TO GROUND
BETWEEN 750mm AND 1.2m TO BE CONCRETE
SURROUNDED.

21.FOR THE EXISTING DRAINS TO BE DIVERTED PLEASE
REFER TO DRAWING 60669624-ACM-XX-00-DR-CE-10-0502.

22.FOR PROPOSED SUDS SYSTEMS LAYOUT PLEASE REFER
TO DRAWING 60669624-ACM-XX-00-DR-CE-10-0520.
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