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1. THIS DRAWING IS TO BE READ IN CONJUNCTION
WITH ALL OTHER RELEVANT ARCHITECTURAL
AND ENGINEERING DRAWINGS, ANY
DISCREPANCIES, ERRORS OR OMISSIONS TO
BE BROUGHT TO THE ATTENTION OF THE
DESIGNER.

2. ALL DIMENSIONS TO BE CHECKED BY THE
CONTRACTOR ON SITE PRIOR TO
COMMENCEMENT OF WORKS.

3. AECOM LIMITED TO BE INFORMED BY THE
CONTRACTOR OF ANY DISCREPANCIES PRIOR
TO THE COMMENCEMENT OF WORKS ON SITE.

4. DIMENSIONS OF ALL BOUNDARIES AND
ADJOINING ROADS TO BE CHECKED ON SITE
PRIOR TO COMMENCEMENT OF WORKS.

5. KCC TO ADVISE HOW THE IN-GROUND UNITS
WILL BE METERING.

Scale: N.T.S
TYPICAL IN-GROUND POWER UNIT1
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